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TRANSFORMER WEST 75.72 A
. 1. CONTRACTOR TO REPLACE CABLE FROM TRANSFORMER TO HANDHOLE AND CONNECT mum EJM ENGINEERING, INC
EAST 68.40 A TO TRANSFORMER WITH NEW FUSES AS DIRECTED BY THE BATAVIA ELECTRICAL Bl LV ) South Wolls Sirest Seito 200
DEPARTMENT. Rl B  Chicago, Hlinois 60607
2. CONTRACTOR TO REPLACE CABLE FROM TRANSFORMER TO LIGHT POLE WSE1 AND REVISIONS
CONNECT TO TRANSFORMER WITH NEW FUSES AS DIRECTED BY THE BATAVIA NAME ILLINOIS DEPARTMENT OF TRANSPORTATION

ELECTRICAL DEPARTMENT.
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